VSEEFOCUM TEST REPORT: Fire Response
PORPORTIONING TESTING =~~~ "

www.vsfocum.com

Tests

- Solutions at different concentrations with distilled water. Refraction index to 202C:

Sample Refraction Index
DISTILLED WATER 1,3330
SILVARA 1051041903 (1%) 1,3337
SILVARA 1051041903 (2%) 1,3344
SILVARA 1 051041903 (3%) 1,3452
SILVARA 1051041903 (4%) 1,3459

Reflecting this data in a graph:
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Calibration Line: Y = 1,33298 + 0,00073 X
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